
DISTRICT WATER TESTING LABORATORY AMBIKAPUR
(National Drinking Water Mission)

Public Health Engineering Department Division Ambikapur, Near Marine Drive Talab A.pur, Dist - Surguja

Samples

(i) Date of Collection - 28.06.2Q25

(ii) Date of Received - 28.06.2025

(iii) Date of Analysis - 28.06.2025

(iv) Date of Complete - 30.06.2025

Receipt Reg. No. 1205 Date - 3010612025

Details of Sources & Location

ST. XAVIER'S SCHOOL, RAJPUR

DrsT. - BALRAMPUR (C.G.)

Water Sample-(1) Bore well water- |

(2) Filter water- ll

Note - Water sample brought by staff.

S.N. Characteristics Unit Table Acceptable
Gause of
Rejectionw Results

(i) (ii) ( iii) (iv)

PHYSICAL \,/
1 Temperature
2 Turbidity N.T.U. 1.0 5.0 0.20 0.01

3 Color Pt Cobalt Scale 5.0 25 5.0 5.0

4 Taste&Order Unobjectionable obiectionable Nit Nit

CHEMICAL ."/
5 oH pH Scale 6.5 to 8.5 <6.5 or >9.2 6.00 8.50

6 Conductivity Micro mhos/cm 351 434

7 TotalAlkalinity mq/l 200 600 121.0 136

8 Chlorides mg/l 200 1 000 52.0 66.0
o Nitrates mg/l 45 45 3.0 5.0

10 Total Hardness (as CaCO3) mg/l 200 600 148.2 201

11 Calcium (as ca) mq/l 75 200 27.36 36

12 Maqnesium (as Mq) mg/l 30 150 19.39 27

13 lron mq/l 0.1 1.0 N.D. N.D.

14 Fluorides mq/l 1.0 1.5 0.25 0.30

15 Sulphates (as S04) mg/l 200 400 26.0 32.0

16 Totaldissolved Solids mq/l 500 2000 225 278

17 Residual Chlorine mo/l 0.2 1.0 0.1 N.D.

18 Coaoulant Dose (iar tests) mg/l

19 Dissolve Oxygen
20 B.O.D.
21 c.o. D. ,/

BACTERTOLOGTCAL !/ (H2S Viats kits analysis)
22 Coli form orqanisms At 37e C M.P.N/100m1 24Hrs ABT ABT

48Hrs ABT ABT

23 Faecal Coli form Special test Per 100 ml
REMARK - Get result are acceptable limit. N.D. - Not Dedecte

District

PHED,


